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INTRODUCTION

A utility should develop an gppropriate, comprehensive Management, Operation and
Maintenance (MOM) Program for the sewerage infrastructure (Sewer system and wastewater
treatment plant) which it owns and operates. A comprehensve MOM Program is comprised of
individua management, operation, and maintenance programs, eech of which:

* isgpecific to, and tailored for, the utility’ sinfrastructure;
 hasawritten purpose explaining why the program is needed,

* has specific written god (s) establishing the accomplishment(s) desired for the current
fiscd yesr;

» hasthe detalls of the activities and procedures that are followed to implement the
program written down in the form of Standard Management Procedures (SP), Standard
Operating Procedures (SOP), and/or Standard Maintenance Procedures (SMP) that are
used by the utility’ s personne!;

* isimplemented by well-trained personnd;

* has established gppropriate performance measures which are tracked by management;
and,

* has awritten procedure requiring periodic review, evauation, and any necessary
revison.

An important concept isthat MOM programs are utility-specific. Mog, if not dl, of the
programs described in this guide are based on actual programs observed at proactive utilities.
However, utilities may have different titles for the various MOM programs described in this guide and
may have them organized very differently. Some utilities may be organized in away that they
consolidate some of the MOM programs described in this guide, or they may exclude part of a
program described in this guide because of judtifiable circumstances. Utilities may dso have additiond
MOM programsthat are not contained in this guide.

Tallored to the Utility

The utility should have programs tailored to match its geographic, physicd, and climatic
conditions; level of complexity; infrastructure configuration; and level of sophidtication. Utilities may
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aso have anumber of the ther MOM programs implemented through a managed contract rather than
by their own trained personnd.

Program Purpose

The purpose of agiven MOM program is the reason why the program is needed and why it
exigs.

Example: The purpose our utility’ s smoke testing program is to identify sources of inflow our
sewer system that need to be diminated so that we can regain some of our peak flow capacity.

Program Goa

Theindividua program goa(s) establishes the accomplishments desired for the given MOM
program during the upcoming fisca year.

Example: The goa our smoke testing program for thisfisca year isto reclam system pesk
cgpacity, and to reduce treetment plant hydraulic loading by identifying sources of inflow to the
system by conducting investigations in the ABC and DEF sawersheds. Thisgod will be
accomplished in a cogt-effective manner using our personnd and by using a contractor.

Program Documentation

The program documentation specifies, in writing, the specific details of the activities and
procedures that personnel follow to implement the program. Program documentation should be
maintained in a centrd location and made available to adl personndl.

Example: Our utility has along-term, ongoing, smoke testing program. The program priorities
and standard operating procedures are contained in a manua entitled “ Smoke Testing Program
for Utility X.”

| mplemented by Trained Personndl

Training programs are established and followed to ensure that utility personnel are well-trained
to implement each program and successfully achieve each program’s goals.

Example: All personnel assgned to our smoke testing activity receive three hours of basic
training followed by eighty (80) hours of on-the-job training to assure competency. Our
contract with outside sources to conduct smoke testing requires the contractor to follow our
standard operating procedures.
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Performance Measures

Appropriate performance measures should be established for each program and reviewed at
minimum on an annud bass.

Example: During thisfiscd year, the performance god isto smoke test 200,000 linedl feet of
gravity sewer in two sewersheds sdected according to our priority procedures. Last year, we
exceeded our performance god of 178,000 lined feet of gravity sewer by smoke testing
193,000 lined feet. Asaresult, 623 defects were identified and passed on to our rehabilitation
and private service laterd programs for correction.

Periodic Evduation

An evauation by utility management should occur for eech program, annualy a minimum, to
evauate how wdl a program accomplished the program goals established at the beginning of the period
and to determine whether the program, as presently implemented, is using the most efficient approach.
Remedies should be identified and scheduled to correct any deficiencies. Questions the eva uation
should answer are:

» Arethere program design, resource or implementation deficiencies that keep the program
from achieving its performance measures?

* Arethese program deficiencies leading to sanitary sewer overflows, permit violations or
other Clean Water Act violations?

» Arethere program deficiencies leading to decreased customer service and/or unwarranted
deterioration of utility assets?

»  Arethere changes that should be made to the program that will make itsimplementation
more efficient, thereby conserving resources for better implementation of other programs?

Example: The smoke testing program has yielded good results during the past four years.
Following our priority criteria, most of the Sgnificant inflow problems have been diminated.
Next year the program will be reduced by 25% and the resources gpplied to our maintenance
of way program. Peak flowswill be monitored at key locations to determine if this reduction in
the smoke testing program will need to be reversed in the future. Additiondly, we are
conducting acost analyss to determine whether we should contract out for al smoke testing
work in the future,
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SYSTEM PROFILE AND PERFORMANCE SUMMARY

A proactive utility will maintain a profile of its system as abads for explaining its Stuation to
regulatory agencies, the public, and when networking with other utilities. A profile typicaly contains
basic population and inventory information as well as a recent system performance summary. An
example of a system performance summary is provided on the following page.

Population Served: ...

Number of CUSLOME'S,  oeeeeeeeeeeeeeeeeeeeeeee e

Number of Treatment Plants.  ......cccceeveveenen.

Total Wastewater Design Treatment Capacity:

Total Volume of Wastewater Treated: ............

Miles of Gravity SewWers. ......ccccevceveerieenennnens

Number of Manholes, .....cceeeeeeeeeeeeeeeee

Number of Inverted Siphons. .........ccccceveeeeee

Number of Pump Stations. ........ccccoceeevcereennnee

Milesof Force Main: ..ocoooeeeeeeeeeeeeeeeeeeeeeeen

Number of Employees. ......cccoeevvveeieeeneeeenens

Annual Capital Improvement Budget: .............

Annual Operation and Maintenance Budget:

Total Annual Operating Budget: .........cccoee....
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System-Wide MOM Programs Recent Performance Summary

Performance M easures for Previous 12 Months VET
Month

A. Number of Customer Complaints

B. Number of NPDES Permit Violations

C. Number of Capacity-Related Overflows

D. Number of Maintenance-Related Overflows

E. Number of Operations-Related Overflows

F. Number of Blockages

G. Number of Cave-Ins

H. Number of Pump Station Failures

I. Peak Flow Factor at Treatment Plant
(2 hour high/dry month avg.)

J. Monthly Average Treatment Plant Flow Rate
(gal/capita/day)

K. Monthly High One Day Treatment Flow Rate
(gal/capita/day)

L. Number of By-Passesat Treatment Plant

M. Volume of Treatment Plant By-Passes (gal)

N. WWTP Weekly Average Influent BOD (mg/L)




MANAGEMENT PROGRAMS

1. Organization

a  Organizationd Chart

An organizationd chart clearly depicts dl units in the organization, the lines of authority between
the various organization units, a description of the functions of each of the organization units, the
title and duties of each pogition in the organization units and an indication of whether or not each
position is currently budgeted and filled.

b. Rdaion to Other Municipa Functions

An organizationd chart clearly depicts the relationship of the sewerage utility to other municipa
functions such as public works, streets and drainage, building inspection, building permits, and
public hedth. There isamechanism for updating the chart in manner timely to changes which
may occur in the organization.

2. Training

a  Technicd Traning Program

This program specifies requirements (curriculum) for initid and refresher training to ensure eech
employee has aleve of knowledge, commensurate with duties, of the overdl functions of the
utility’ sinfragtructure. This program aso includes outside technicd training and networking
opportunities, such as conferences and seminars, that are made available to employees.

The program includes the extent to which employee certification, a either the State or the

utility’ s organization leve, isrequired as abasis for obtaining or maintaining a podtion. Records
of technicd training are maintained and the degree to which completed technica training istied
to promotion and pay is specified. Findly, the program specifies the technicd training required
before an employee is permitted to undertake specific work assgnments or tasks.

b. Skills Training Program

This program specifies requirements (curriculum) for initia and refresher training to ensure eech
employee has aleve of knowledge, commensurate with duties, of the specific equipment to be
used and the procedures to be followed in carrying out duties. This program should include
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C.

outside skills training opportunities, such as manufacturers or vendors' training workshops, that
are made available to employees.

The program includes the extent to which employee certification, a either the State or the

utility’ s organization leve, isrequired as abasis for obtaining or maintaining a pogtion. Records
of skillstraining, whether forma or on-the-job gpprenticeship, are maintained and the degree to
which completed training istied to promotion and pay is specified. Findly, the program
specifies the skills and on-the-job training required before an employee is permitted to
undertake specific work assgnments or tasks.

Safety Traning Program

This program specifies requirements (curriculum) for initid and refresher training to ensure eech
employee has an adequate level of knowledge regarding on-the-job safety. The program
includes the extent to which employee safety certification at the State or a the utility’s
organization level isrequired as abass for obtaining or maintaining a position. Records of
safety training, including on-the-job safety meetings, are maintained. Finaly, the program
specifies the safety training required before an employee is permitted to undertake specific
work assgnments or tasks.

3. Safety

a Sdfety Authority

C.

A Safety Authority (whether a safety department, safety committee, safety officer, or Smilar
mechanism) is present to establish utility safety policy, oversee compliance, and maintain the
overal Safety Program. Program maintenance includes specifying safety resources needed for
utility activities, assuring record of appropriate standard reporting forms, and establishing a
Safety Review Board if appropriate.

Confined Space Program

This program provides marking for confined spaces, and usesa permitting system and written
standard procedures for confined space entry.

General Safety Procedures Program

This program provides indruction in defensve driving, firg aid, CPR, persond sanitation,
persond protection clothing, and smilar general work- related safety issues.
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d. Traffic Management Procedures Program

This program provides for sandard traffic management techniques, off-hour scheduling of line
work, and coordination with law enforcement.

e. Lock-Out/Tag-Out Program

This program provides signs on equipment involved in the program, limitation to authorized
personnel, required tag information, and permit requirements.

f. Safety Equipment Program

This program assures the availability of appropriate safety equipment such astripods and hoidts,
well-cdibrated atmospheric testing equipment, self-contained breathing apparatuses, lights and
barricades, exhaust fans, and persona protective clothing.

0. Safety Performance Program

This program tracks parameters such as number of injuries, lost days, and workman's
compensation clams to be used by management to assess Safety Program effectiveness.

4. Information Management Systems (IMS)

a Management Prograns IMS

This information management system enables utility management to adequatdly evauate
operation, maintenance, customer service (complaint response), and system rehabilitation
activities so that overadl system performance can be determined and utility planning can be
conducted.

b. Opeation Programs IMS

This information management system is used to track scheduled operationd activities and to
enhance operationd performance. The system ensurestimely production of operating reports
and standardized data collection methods are used by field personnd (e.g., forms or PDA files).
The system requires data review by the field supervisor and securely preserves operating
records. While the system need not be computer-based, it should be capable of feeding
information to the Management Programs IMS.

c. Maintenance Prograns IMS
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This information management system is used to track scheduled maintenance activities and to
enhance maintenance performance. The system ensures timely production of maintenance
reports and standardized data collection methods are used by field personnd (e.g., forms or
PDA files). The system requires data review by the field supervisor and securely preserves
maintenance records. While the system need not be computer-based, it should be capable of
feeding information to the Management Programs IMS.

d. Customer Sarvice IMS

This information management system is used to track reective activities (i.e., emergencies or
customer complaints) and to enhance customer service. The system ensures timely production
of complaint reports and standardized data collection methods are used by field personnd (e.g.,
work order forms or PDA files). The system requires datareview by the field supervisor and
securely preserves sarvice records. While the system need not be computer-based, it should
be capable of feeding information into the Management Programs IMS.

5. Engineering

a. Coallection and Transmission Sysem Plans Program

This program ensures afull set of as-built plans for the collection and transmission system are
avallable, field crews have ready access to the plans, and awritten standard procedureis
present to account changes, update the plans, and supply revised versionsto fiedd crewsin a
timey manner.

b. Sysem Inventory Program

This program ensures an inventory of the utility’s collection and transmission system is presant,
updated, and cataloged by service area or sewershed. The inventory lists the system
components with their attributes and characteristics (e.g., pipe age, pipe Sze, pipe materid,
invert eevation, pump sizes, location of inverted sphons, pump stations, manholes, etc.).

c. Mapping Program

This program ensures adequately detailed maps are available to be used in conjunction with the
utility’sMOM programs. At minimum, the maps depict the location of gravity sewer lines,
force mains, air vaves, manholes (by identifying numbers), pump stations, mgor
appurtenances, and the size of pipes.

d. Sewer Sysem Design Program
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This program ensures dl new sewer system congtruction will be adequately designed and
congtructed using specifications that assure the integrity of the infrastructure. The program
includes documented design criteria (e.g., dope and bedding materials), use of standardized
congtruction details, use of standardized materials and construction practices, a standard design
review process which includes review by utility personnd for possible maintenance concerns,
standardized review forms, and record keeping procedures.

New Condruction and Rehabilitation Inspection Program

This program ensures new construction or rehabilitative work is properly inspected, and built
using the utility’ s sandard congtruction specifications (including use of best management
practices to prevent stream pollution). The program includes use of standardized construction
procedures, standardized construction testing procedures, standardized ingpection and testing
forms/reports, and assurance that the ingpection is conducted under the authority and
supervison of aregistered Professond Engineer. The program aso provides subsequent
closed circuit televison (CCTV) ingpection of line congtruction prior to expiration of the
warranty, and retention of the tapes for reference.

f. Acquidtion Consderations Program

g.

This program ensures prospective infrastructure is ingpected and evauated for compliance with
the utility’ s sandard design and congtruction criteria before it is acquired by the utility from
another entity. The program includes written standard procedures to conduct the evaluation
and estimate the time/cost requirements to bring the infrastructure into compliance with utility
standards.

Continuous Sewer System Assessment Program

i.) Prioritization

This program prioritizes sewer service aress (i.e., sawersheds) for sewer system
assessment activities. Prioritization is based upon information such as complaints, flow
monitoring (including flow isolation studies), higtorica location of sewer overflows, pump
gation run times, field crew work orders, and other relevant information available to the
utility.

ii.) Dyed Water Hooding

This program conducts dyed water testing, when appropriate, to locate sources of inflow
and other illicit connections to the sewer syssem. The program includes written standard
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procedures, sandard forms, performance measures, and a mechanism for including dyed
water testing information in the IMS.

iii.) Corroson Defect Identification

This program identifies locations within the sewer infrastructure subject to corroson and
provides for ingpection of those locations for corrasion on aroutine basis. The program
includes written procedures for corrosion identification, corrosion identification forms,
performance goals, corrosion defect andys's, and amechanism for including corrosion
defect informetion in the IMS.

iv.) Manhole Inspection

This program ensures routine ingpection of manholes within the sewer sysem. The
program includes standard manhole inspection procedures, manhole ingpection forms,
performance goas, manhole defect andys's, and a mechanism for including manhole
ingpection informétion in the IMS.

v.) Flow Monitoring

This program supplies flow monitoring data to support engineering analyses related to
sewer system capacity and peek flow evauations, and to assist scheduling of sewer line
maintenance. The program may include ingtalation of an gppropriate number of calibrated
permanent and/or temporary flow meters, or rudimentary use of visua flow observations
taken during base flow periodsin wet and dry seasons. The latter option is more cost-
effective for some very smal utilities. Either program should include a procedure for
adequate ranfdl measurement, servicing meters, and a mechanism for including flow
monitoring information in the IMS,

vi.) Closed Circuit Televison (CCTV)

This program provides interna ingpection of the integrity of gravity sewer lines. The
gppropriate number of qualified CCTV personnd and dedicated equipment, or the scope
of aCCTV contract, is determined to ensure sewer inspection work is completed properly.
The program includes standard operating procedures (including pre-inspection cleaning),
performance measures, and mechanisms for including CCTV information in the IMS and
retaining CCTV tapes.

vii.) Gravity Sysem Defect Andyss
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This program anadyzes gravity sewer system defects. The program includes standard defect
codes, written defect identification procedures and guiddines, a stlandardized process for
catdoging gravity system defects, a mechanism for including gravity system defect
information in the IMS, and training pecified for personnd.

viii) Smoke Tedting

This program identifies sources of inflow into the gravity sewer system by use of smoke
testing equipment. The program includes written standard smoke testing procedures,
smoke testing forms, performance gods, smoke testing defect andys's, and amechanism
for including smoke tegting information in the IMS.

ix.) Service Laterd Invedtigations

This program investigates infiltration and inflow contributions and other problems originating
in sarvice laterds. The program includes written standard investigation techniques, standard
investigation forms, performance gods, sandard analys's procedures, and a mechanism for
including sarvice laterd investigation informetion in the IMS,

x.) Pump Station Performance and Adequacy

This program permits evauation of pump station performance and pump station adequacy.
The program includes trend andysis of pump run-time meter, pump start-counter, or
amperage data; historica review of the fundamenta causes of pump fallures; use of
gppropriate remote monitoring and alarm natification equipment; and a mechanism for
including pump gtation performance information in the IMS.

Infrastructure Rehabilitation Program

This program rehabilitates gravity sewer lines, force mains, manholes, pump stations, and
related appurtenances. The program includes a process for prioritizing rehabilitation, inventory
of al completed rehahilitation (including a breakdown of the rehabilitation techniques used),
ingpection and performance measurement for al completed rehabilitation, written schedules for
rehabilitation work, and a mechanism for including rehabilitation information in the IMS.

System Capacity Assurance Program

i.) Capacity Assurance for New Connections
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This program ensures there is adequate capacity to collect, transmit, and treat additional
sewage expected as aresult of prospective new sewer connections. The program is
integrated into, or thoroughly coordinated with, the building permit process. Itisaso
integrated into the Acquisition Considerations Program described abovein 5(f). The
program has amechanism for including capacity assurance information in the IMS,

ii.) Protocolsfor Capacity Assurance

The program includes, but is not limited to: use of standardized design flow rate rules of
thumb (i.e., regarding pipe roughness, manhole head losses, accuracy of distance and dope
on as-built drawings, and water use); use of techniques to predict the impacts of additional
flow (i.e., use of a hydraulic modd of gravity system, pressure system, and other
appropriate techniques); and use of flow metering to confirm mathematica estimations of
exiging pesk flow. The program requires certification of adequate capacity by aregistered
Professona Engineer, and includes an IMS mechaniam for integrating anadyss from this
program with information on infiltration/inflow reduction activities.

6. Overflow Tracking

a State Agency Reporting Program

This program includes written standard operating procedures which clearly define the minimum
State Agency reporting requirements for events where sewage leaves the infrastructure before
treatment, and the steps utility personnel must follow to meet or exceed those reporting
requirements.

b. Locd Agency Reporting Program

This program provides secondary notice to the public and to other gppropriate organizations
(e.g., downstream utilities with water intakes and loca public hedth authorities) when an
overflow presents an imminent and substantia threet to public hedlth or the environment. The
program includes written criteria for making this notice, procedures for notifying news media
and posting notices a stream locations, and may aso prepare an annua summary report
available to the public.

c. Records Management Program

This program tracks dl events where sewage leaves the utility’ s collection or transmisson
system before treatment (i.e., overflowsto land, directly to waters, or indirectly to waters by
gorm drains or other paths). The program uses standardized forms which record, at minimum,
the following information for response and incluson inthe IMS,
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» Location of the discharge

* Name of the receiving water and description of the pathway (e.g., sorm drain)
» Edimation of the discharge volume and the method of estimation

»  Destription of the system component that is source of the discharge

» Date and time the discharge started and stopped

* Root cause, or suspected root cause, of the discharge

»  Stepstaken to diminate the discharge and steps taken to prevent reoccurance.

7. Financial Analyses

a Cog Andyss Program

This program regularly andyzes and projects future utility management, operations, and

mai ntenance cogts needed to properly implement these utility programs. The cost andyses
include, at aminimum:  overheed, labor and equipment, financia impacts of outsourcing certain
activities, overtime, and the financia impacts imposed by organizationa departments or
agencies outsgde the utility. Cost andyses are performed for al management, operations, and
mai ntenance equipment and the capitd infrastructure investment. Cost analyses incorporate life
cycle depreciation and establish cost-effective points for replacement. The program hasa
mechanism for including such replacement pointsin the IMS.

b. Capitd Improvement Financing Program

This program anayzes, projects, plans and finances capital improvement needs established
through proper engineering study. Capita improvement financing is planned using afive (5)
year planning horizon with annua updates.

c. Budget and Customer Rate Program

This program establishes the annud utility budget and recommends customer rates. The
program assures that the budget and funding provided by customer rates will meet the cost and
capita financing needs set by programs 7(a) and 7(b) above.

8. Equipment and Supplies

a.  Spare Parts Inventory Program

This program ensures proper management of the utility spare parts inventory including spare
pipe. The program includes adequate parts storage facilities, identification and retention of an
adequate number of critica spare parts (i.e., those which are difficult to obtain quickly but
critica to proper operations), control of access to spare parts, an organized system for
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inventory management (either manua or computerized), arrangement with loca vendors for
common parts, and specification of spare parts to be carried on vehicles.

b. Equipment and Todls Inventory Program

This program ensures proper management of the utility equipment and toolsinventory. The
program includes adequate equipment and tools storage facilities, control of accessto
equipment and tools, an organized system for inventory management (either manud or
computerized), and specification of equipment and tools to be carried on vehicles.

c. Vehicle Repair Program

This program ensures proper management of utility vehicles. The program includes provisons
for vehicle maintenance and vehicle repair. Performance measures for the program will
congder turn-around time, cost factors, contract maintenance, and the life cycle cost andysis
performed for vehicles.

9. Customer Service

a  Complaint Management Program

This program ensures proper complaint management. The program includes written standard
management procedures for digpatchers (i.e., dispatch priorities, work order generation, and
standardized complaint and problem codes). The program uses an organized record keeping
procedure (including the use of standardized forms) which facilitates tracking work orders and
follow-up with customers, and uses a mechanism to eva uate response performance and supply
thisinformation to the IMS.

b. Public Information Program

This program communicates utility activities which may closdy impact the public (e.g., anoke
testing, mgor congtruction or maintenance, or emergency maintenance), and ensures
communication of activities which may coincide with those of other departments and agencies
(e.g., street paving).

c. Public Education Program

This program educates the public and solicits support regarding issues such as service laterd
maintenance, grease management, food digposals, inflow sources, maintenance/rehabilitation
needs requiring increased rates, and problems caused by basement sump pumps.
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10. Legal Support

a Inter-Jurisdictionad Agreement Program

This program develops, negotiates, and enforces agreements with neighboring utilities which
send the utility flow or with mgor volume sewer customers. The program ensures that the
agreements require the second party to have proper management, operation, and maintenance
programs o the utility’ s infrastructure is not stressed by problems originating across
jurisdictiona boundaries. The program aso ensures the agreements address flow-based
capacity issues, specify the life of the agreement, have credible provisons for enforcement, and
have provisons for modification.

b. Sewer Ordinance Program

This program devel ops, revises, and amends sewer ordinances as needed to support the proper
management, operation, and maintenance of the utility. The program provides adequate legd
authority for the utility regarding sewer use, grease management, pretreatment, private service
laterds, sump pumps and roof drains, private haulers, recovering costs of damage to utility
infrastructure, and other lega authorities asrequired. Legd support is provided for case work
and guidance for utility aff.

11. Water Quality Monitoring

a  Routine Monitoring Program

This program determines the existence of unpermitted discharges originating at locations where
sewers cross waterways or a other isolated or remote sewer locations. The program includes
scheduled sampling during dry weether periods from a network of monitoring setions. The
program aso includes a map of the sampling network, and formaly establishes sampling
frequency, sampling parameters (i.e., fecd coliform and others), standard sampling procedures,
quaity assurance/qudity control procedures, and a mechanism for including program
information in the IMS.

b. Invedigaive Monitoring Program

This program determines the source of industria, commercia, or sanitary wastewater resulting
from cross connections with the sormwater drainage system, and typicdly activates through
complaints or discovery by operations personnel.  The program has formaly established
sampling parameters (i.e,, fecal coliform and others), stlandard sampling procedures, quality
assurance/qudity control procedures, and a mechanism for including program information in the
IMS.
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c. Impact Monitoring Program

This program determines the impact of pollution resulting from discharges occurring within the
utility infrastructure before trestment. Combined with the reporting programs described in
Overflow Tracking (6) above, this program asssts the utility, regulatory authorities, and public
hedlth authorities determine the gppropriate response to protect heath and/or the environment.
The program has formaly established sampling parameters (i.e., fecd coliform and others),
standard sampling procedures, quaity assurance/quality control procedures, and a mechanism
for including program information in the IMS,

12. Contingency Plan for Utility Infrastructure

a  Contingency Planning Program

This program devel ops and modifies contingency plans for the sewer system and the trestment
facilities that will be implemented during emergency Stuations. The planning processincludes a
preparedness committee of senior and experienced management and field personnd. A system
overview is conducted to determine vulnerability to a variety of events which may be dueto
utility fallures, naturd causes, or failures caused by another party. Based upon these
hypothetical events and past experience taken from root cause falure information in the IMS,
prediction system component failure is made. Strategiesto timely repair or overcome such
component failures are developed, and the six (6) major contingency plan components are
available in writing: public notification, agency natification, emergency flow control, emergency
operation and maintenance, preparedness training, and water quality monitoring (described in
11(c) above).

i.) Public Notification

The public notification component includes a set of criteria, developed with input from loca
public hedth authorities, which are used as a basis for initiating public notification; a step-
by-step procedurd flow diagram; alist of manager names and phone numbers; aplan for
regular business hours, off-hours, weekends, and holidays; alist of Public Contactswith
phone numbers; identification of managers authorized to give statements; and pre-scripted
news releases.

ii.) Agency Notification
The agency notification component includes a sat of criteria, developed with input from
gopropriate locd, State, and Federd authorities, which are used as abagis for initiating

agency notification; a step-by-step procedura flow diagram; alist of manager names and
phone numbers; a plan for regular business hours, off hours, weekends, and holidays, alist
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of Agency Contactswith phone numbers; identification of personnel authorized to contact
agencies; and copies of standard reporting forms used by the agencies.

iii.) Emergency How Contral

The emergency flow control component is used to reduce overflow volumes and pollution
where possible. The component includes a set of criteriawhich are used as abasis for
initiating emergency flow control procedures, a step-by-step procedurd flow diagram; alist
of manager names and phone numbers; a plan for regular business hours, off-hours,
weekends, and holidays; alist of Emergency Flow Control Contactswith phone
numbers, identification of personnd authorized to initiate the emergency flow control
program; and standard emergency flow control reporting forms.

Flow contral activities may include flow re-routing, flow diversion, household flow
reduction and advisories, commercid flow reduction and advisories, water pressure
reduction and advisories, or use of pretreatment program protocols set forth in permits for
ggnificant industria users. Theinitiating criteria, reporting forms and report formats should
be developed in cooperation with sgnificant industria users and gppropriate locd, State,
and Federal authorities.

iv.) Emergency Operation and Maintenance

The emergency operation and maintenance component includes a set of criteriawhich are
used as a basisfor initiating emergency operation and maintenance procedures; a step-by-
step procedurd flow diagram; alist of manager names and phone numbers, a plan for
regular business hours, off-hours, weekends, and holidays; alist of Emergency Operation
and Maintenance Contactswith phone numbers; identification of personnd authorized to
initiate emergency operation and maintenance procedures, and standard reporting forms.

Theinitiating criteria, reporting forms, and report formats should be developed in
cooperation with utility’ s insurance representatives, State and Federd emergency
management agencies, and the State regulatory authority. Further, development of the
emergency operations and maintenance component should include anayses of the need and
use of stand-by equipment ( prearranged rentals), stand-by contractors, and accessto
criticd spare parts.

Preparedness Training

The preparedness training component ensures that al personnd are fully aware of
procedures and able to efficiently implement the Contingency Plan. The preparedness
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training component includes specidized training courses, fidd trids, and specid emergency
gtuation safety training.

b. Response Flow Diagram

This diagram includes the roles of senior management and field personnel and shows the
relaionship of the Sx (6) mgor contingency plan components. public notification, agency
notification, emergency flow control, emergency operation and maintenance, preparedness
training, and water quality monitoring.
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OPERATION PROGRAMS

1. Pump Station Operation

a.  Preventative Operation Program

This program ensures reliable operation of the transmisson system through use written standard
operating procedures available for both manned and unmanned stations. Procedures may
include reading and recording information from pump run-time meters, or start counters, or
taking amperage readings, recording wet well conditions and grease accumulation; checking
and resetting (as necessary) wet-well set points; checking and recording system pressure;
checking remote monitoring and alarm equipment components; checking operation of darms
and stand-by power; and reporting maintenance needs. The program has established
schedules, routes, priorities, standard forms, performance measures, and a mechanism for
induding program information in the IMS.

b. Reactive Operation Program

This program ensures timely response to atypicd Stuations in the transmisson system through
use of written standard operating procedures available for both manned and unmanned gtations.
Procedures may include initiating auxiliary power with portable generators, ingaling portable
pumps during high flow, or initiating the Contingency Plan. The program has established
standard forms and reporting procedures, performance measures, and a mechanism for
including program information in the IMS.

2. Pretreatment Program

This program ensures that operation of the utility’ s trestment facility is protected from pollutant
pass-through or interference. If autility hasindustrial or commercid usersit may have this program
which includes indudtria user identification, permitting, monitoring and ingpections, enforcement,
and other components. Personnd involved with the utility pretrestment program will have frequent
communication with operation and maintenance personnel to detect possible pretrestment permit
violations. The program has standard operating procedures, performance measures, ingpection
schedules, and amechanism for including program information in the IMS.

3. Corrosion Control Program

This program provides for ingpection of the utility infrastructure for corrosion caused by hydrogen
aulfide or other corrosives, the development and implementation of site-gpecific corrosion control
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measures, a monitoring program to evauate corrosion control measures, program performance
measures, and a mechaniam for including program informetion in the IMS.

. Fats, Oils, and Grease Control Program

This program prevents fats, oils, and grease from entering the utility infrastructure, therefore
preserving sewer capacity, prolonging the infrastructure life, reducing overflow events, and saving
the utility maintenance codts. The program includes a grease control ordinance, grease trap and
interceptor design standards, permitting and inspecting commercia grease trgps and interceptors, a
credible enforcement component, a public education component for residential sources,
performance measures, and a mechanism for including program informetion in the IMS.

. Service Connection/Disconnection Program

This program includes written standard procedures for new sewer tap instdlation or for sewer
disconnection; inspection of al new service connectionsto, or disconnections from, the utility
sawer; acredible enforcement program; performance measures, and a mechanism for notifying
personnd in the Mapping Program or including program informetion in the IMS,

. Private Haulers Program

This program issues permits to private commercia or septic tank waste haulers discharging to the
utility, and includes written standard operating procedures for inspection/sampling of the haulers, a
credible enforcement program, program performance measures, and a mechanism for including
program information in the IMS,

. LineLocation Program
This program responds to requests for utility sewer line locates, and includes written standard line
location procedures, defined prioritization to assst scheduling, appropriate staffing and equipment

for the average number of requests, standard line location procedures, standard forms,
performance measures, and amechanism for including program informetion in the IMS.
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MAINTENANCE PROGRAMS

1. Pump Station Preventative Maintenance

a  Pump Station Repair Program

This program is a reactive maintenance component intended to repair pump stations that are
currently in astate of disrepair but <till cogt-effective to service. The program includes
established priorities for pump sation repairs, maintaining an ongoing inventory of completed
repairs, awork schedule for pump station repairs, and a mechanism for including pump station
repair information inthe IMS. Upon completion of pump station repairs, service activities are
transferred to the pump station preventative maintenance program.

b. Electricd Maintenance Program

This program is a component of the pump station preventative maintenance program.

The program includes an established number of crews and personnd required to perform
effective dectrica maintenance, written standard electrica maintenance procedures, scheduling
preventative maintenance, sandard forms, performance measures, and a mechaniam for
including dectrica maintenance informetion in the IMS.

c. Mechanicd Maintenance Program

This program is a component of the pump Station preventative maintenance program.

The program includes an established number of crews and personnd required to perform
effective mechanica maintenance, written sandard mechanical maintenance procedures,
scheduling preventative maintenance, stlandard forms, performance measures, and a mechanism
for including mechanica maintenance informetion in the IMS.

d. Physcd Maintenance Program

This program is a component of the pump Station preventative maintenance program.

The program includes an established number of crews and personnd required to perform
effective physica maintenance, written sandard physica maintenance procedures, scheduling,
gandard forms, performance measures, and a mechanism for including physica maintenance
information in the IMS.
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2. Gravity Line Preventative M aintenance

3.

a

Routine Hydraulic Cleaning Program

This program includes accurately determined cleaning needs, established priorities and
scheduled cleaning activities, support of an gppropriate number of crews and personnd,
acquired necessary equipment (e.g., Jet Unit, Combination Unit, etc.), written standard
hydraulic cleaning procedures, stlandard forms, performance measures, and a mechanism for
induding hydraulic deaning information in the IMS.

Routine Mechanicd Cleaning Program

This program includes accurately determined cleaning needs, established priorities and
scheduled cleaning activities, support of an gppropriate number of crews and personnd,
acquired necessary equipment (e.g., Rodders, Bucket Machine, etc.), written standard
mechanica cleaning procedures, standard forms, performance measures, and a mechanism for
induding mechanica deaning information inthe IMS,

Root Control Program

This program includes accurately determined root control needs, established priorities and
scheduled activities, support of an gppropriate number of crews and personnel, acquired
necessary equipment (e.g., mechanica, chemicd, etc.), written standard root control
procedures, standard forms, performance measures, and a mechanism for including root control
information in the IMS.

Manhole Preventative Maintenance Program

This program includes accurately determined manhole maintenance needs, established priorities
and scheduled activities, support of an appropriate number of crews and personnel, acquired
necessary equipment (rings and lids, structural repair, etc.), written standard manhole

mai ntenance procedures, standard forms, performance measures, and a mechanism for
induding manhole maintenance information in the IMS,

Air Valve Preventative Maintenance Program

This program provides for ingpection and maintenance of air valves located on force mains
(including regular valve exercise). The program includes an established number of crews and
personnel required to perform effective preventative maintenance, written sandard air valve

mai ntenance procedures, scheduling, standard forms, performance measures, and a mechanism for
including air release vave maintenance informetion in the IMS,
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4. Maintenance of Way

a

Maintenance of Rights-of-Way and Easements Program

This program includes accurately determined maintenance needs, established priorities and
scheduled activities, support of an gppropriate number of crews and personnd (based on the
number of waterway crossings and/or miles of sewer off-gtreet), written standard maintenance
procedures, slandard forms, performance measures, and a mechanism for including
maintenance information in the IMS.

Street Paving Monitoring Program

This program includes accurately determined monitoring needs, established priorities and
scheduled activities, coordination with storm drain projects and street and highway officids,
support of an appropriate number of crews and personne, acquired necessary equipment (e.g.,
manhole and vave raising, etc.), written standard monitoring procedures, sandard forms,
performance measures, and a mechanism for including monitoring information in the IMS,

5. Reactive Maintenance Program

This program provides response to customer complaints or other unscheduled system problems
forwarded by dispatchers. The program includes support of an appropriate number of crews and
personnel, written standard response procedures including a protocol for initiating the Contingency
Pan, sandard forms, collection of information in support of fallure analyss, sewer map availability,
performance measures, and amechanism for including reactive maintenance information in the IMS,

Page 28 of 28



	TABLE OF CONTENTS
	INTRODUCTION
	SYSTEM PROFILE AND PERFORMANCE SUMMARY
	MANAGEMENT PROGRAMS
	Organization
	Training
	Safety
	Information Management Systems (IMS)
	Engineering
	Overflow Tracking
	Financial Analyses
	Equipment and Supplies
	Customer Service
	Legal Support
	Water Quality Monitoring
	Contingency Plan for Utility Infrastructure

	OPERATION PROGRAMS
	MAINTENANCE PROGRAMS



